Abstract. For connection of a PV park to the electricity network, a pre-compliance study has to prove that the harmonic emissions at the point of common coupling (PCC) stays below the limits specified by the standards or local or national grid codes. An equation defined in IEC 61400-21 [1] is used to estimate the total harmonic current emission of the park at the PCC prior to installation. The equation uses the harmonic emission of a single inverter to predict the spectrum of the total current for a given number of identical inverters connected in parallel at the PCC. This paper considers the interaction of parallel operated inverters and the grid impedance. It proposes an approach based on the so called "equivalent grid impedance", to improve the performance of summation law for evaluation of the current harmonics emissions at the PCC of PV parks. Improvement of this method would be helpful for power plant constructors.
Introduction
The increasing share of renewable energies in power systems implies the higher share of power electronicsbased generation units with their nonlinear characteristics. This raises the need to observe their power quality features more accurately, especially with respect to their harmonic emission. In this regard, all generation units have to comply with the predefined levels for the voltage and current harmonics stated in standards as it is discussed in [2] . Different criteria are proposed to evaluate the harmonic compatibility of the units. Most of the standards propose maximum permissible harmonic current levels as in IEC 61000-3-6 [3] . Several investigations during the previous decades have proposed empirical methods and probabilistic approach [4] [5] [6] to find a comprehensive method for calculating the aggregated current or voltage harmonic production of the generation units connected to the PCC. The IEC 61400-21 [1] proposes a mathematical method to compute the overall harmonic current emissions of a PV park at the PCC before installation of the power plant. The computed values are then compared to the limits defined in standards (for example IEC 61000-3-6) and serves as a basis for issuing emission certificate for a power plant. Investigations [7] [8] [9] have shown the shortcomings of this calculation method and reported higher forecasted emissions in comparison to the real measurements. However, this method still is the basis to predict the harmonic emission at the PCC). In this paper, consideration of grid equivalent impedance introduced in [10] and [11] is proposed for measurements in order to investigate the harmonic behavior of inverters and eventually improving the results of the summation law. Lab measurements are performed to validate the proposed theory. This analysis can contribute to better performance of the existing standard and revision of the certification measurements for emission of PV parks.
IEC Harmonic Summation Law and Prospect of its Application
The most widely used method for summation of harmonics at PCC as recommended by IEC 61400-21 is introduced in Equation (1). This equation was originally introduced to estimate the global emission of parallel operated loads and later used for wind and PV production units. In this approach, the generation unit is assumed to be a current source and a mathematical solution obtained from an empirical approach, considering individual coefficient for each harmonic order, is proposed to calculate superposition of harmonics at the PCC.
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Where N is the number of harmonic sources connected at the PCC, I h,i is the magnitude of the h th harmonic generated by the i th source, and n i is the transformation ratio assigned to the i th source, if there is a transformer between the source and the PCC measurement points. The β values are defined as follows:
In order to use the summation law, the calculation of harmonics shall comply with the IEC 61000-4-7 standard wich considers the frequency range of up to 9 kHz. Discrete Fourier Transformation (DFT) is applied on the samples using 10 period windows (assuming 50 Hz). The standard divides the frequency components into three categories: main order harmonics, inter-harmonics and higher order harmonics. A different grouping or subgruping procedure is then applied for each harmonic category and the process repeated for each DFT Window. The grouped or sub-grouped results are finally aggregated over a predefined number of DFT windows, typically 300 (one minute) or 3000 (10 minutes).
Equation 1 is finally applied to those aggregated and grouped or sub-grouped harmonic current emissions. Investigations such as [13] have reported a poor consistency between the measurements and the calculation results.
Studies [14] have discussed the possible backgrounds of this mismatch. Background distortion of the coupled electrical network and neglected effect of network impedance can have considerable influences on current harmonic emissions.
Proposed Approach

A. Motivation
The current and voltage harmonic spectra of an inverter depend not only on the inverter's behavior and its internal impedance but also on the impedance of the coupled network. Different network impedances can result in different harmonic spectrums [15] . A test bench with an inverter connected through a variable series impedance to a high bandwidth grid simulator with a THDU<0.5 % could help us to visualize the effect of the grid impedance on the current harmonic spectrum of the inverter. Single line diagram of this test bench is illustrated in Fig. 1 .
The inverter is a 50 kW, three phase device with neutral connection (four-wire). The series inductance (L series ) can be changed stepwise leading to five different values of the grid impedance. The effect of the variation of series Inductance on the current spectrum can be seen in Fig. 2 . 
B. Main Concept
As demonstrated in [11] , increasing the number of identical inverters at the grid connection point can be seen as equivalent to increasing the grid impedance for a single inverter. In other words, by operating several inverters in parallel, the voltage drop across the grid series impedance increases. The same effect would be obtained with a single inverter and larger grid impedance. As a result, when N identical inverters are connected in an identical manner to a PCC, the dynamic behavior of the system can be analyses by modelling solely one inverter connected to a grid with an impedance N times higher than the real impedance of the grid. This is illustrated in Fig. 3 and will be referred to as the equivalent grid impedance in this paper. As discussed in section 2, the IEC 61400-21 defines the current measurement of a single inverter to predict the harmonic content of total current at the PCC of identical parallel connected inverters. The goal of this paper is to find the right basis for measurement of the single inverter with the proper equivalent grid impedance so that the predicted values by the summation law are as close as possible to the measured values at the PCC. The discussed considerations will be applied in test bench measurements. If the theory is true, the current spectrum of four inverters connected in parallel to the grid with a series impedance Z should be comparable to the spectrum of a single inverter connected to the grid with a series inductance of 4×Z after normalization of the amplitude, as shown in Fig. 4 . 
Validation via Lab Measurements
A. Test setup
Several analyses are carried out to examine the assumption of the equivalent grid impedance. Single line diagram of the installed test bench is illustrated in Fig. 5 .
PCC Grid Simulator
Variable Grid Impedance The inverters for this test bench are four identical 50kW, three-phase, four-wire, transformer-less inverters. The grid simulator operates as a pure sinusoidal voltage source thus avoiding effects due to background distortion. In order to avoid impedance unbalance between the phases, length of the cables for the three phases and likewise for the neutral are the same. The same variable grid inductance is applied also for the neutral wire, as shown in Fig. 6 . Fig. 6 . Four-wire, grid connection with variable grid impedance also on neutral wire.
Inverters are supplied by four identical DC-Sources programmed with an I-V curve according to [16] . The measurement sample rate is set to 50 kHz. Currents on each phase are measured synchronously for each inverter using Rogowsky coils. At the PCC and for the first inverter, currents are additionally measured with the high precision Hal-effect current transducers. Phase-to-neutral voltages are measured at the PCC and at the grid simulator terminals. Since large-scale PV power plants are usually connected to medium or high voltage grids, which show mainly inductive character, inductors where chosen as grid series impedances. There are four 600 µH inductors available for each phase and also for the neutral, which can realize seven different values for grid equivalent impedance between 150µH and 2400 µH. According to the number of parallel operated inverters and various grid impedance values 28 scenarios are possible. For each measurement, the corresponding short circuit ratios (S sc /S n ) are calculated and used to introduce it in Table I . Short circuit ratio (SCR) variates by two factors of number of parallel inverters and applied series impedance. It is obvious that if the impedance value is higher or more inverters are operating in parallel, a lower SCR is obtained and vice versa. 
B. Transfer function of the whole system calculated at PCC
The AC voltage simulator which is used in this test bench is capable of adding a harmonic component with a favorite frequency to the main 50 Hz sinusoidal voltage, as shown in Fig 7. This provides the possibility to perform a so called impedance spectroscopy. For that a small perturbation voltage is added to the fundamental frequency of the voltage, provided by the AC grid simulator. The perturbation voltage is swept over a certain frequency range. The current response to the specific frequency of the perturbation voltage is measured at the same point and then the ratio for I/U is calculated for each frequency component. This procedure can eventually deliver the frequency dependent transfer function at the measurement point. It is important to mention that the U/I do not represent the impedance of the inverter, while the inverter itself has internal sources of harmonic which might add up to or subtract from the emulated frequency component via the grid simulator. Performing the impedance spectroscopy and measuring at PCC, the transfer function of the whole test bench including cables and series impedances can be observed.
To have an apparent illustration of the system transfer function it is better to filter the frequency range for positive sequence frequencies. Transfer function is calculated for the scenarios listed in Table II . Fig. 8 shows the U/I ratio of the whole test bench for the first 4 scenarios in Table II . As expected according to section 3, the four scenarios with the SCR=16.84 follow almost the same pattern in gain and phase diagrams. The three other measurements have been performed with the same series inductor (150 µH) but with decreasing number of operated inverters, which leads to higher SCR values. This results in higher values for the I/U-ratio and shifts its peak towards higher frequencies as it can be seen in Fig. 9 . 
C. Spectrum of one single inverter
Observing the current spectrum, it can be noticed that the peaks occur mostly at 6n±1 harmonic components and the overall behavior of the spectrum is followed also by these components, as seen in Fig. 10 . For a clearer visualization of current spectrum, just these components are shown for the rest of illustrations. Current spectrum of the measurements with same and different SCR and a no load measurement are shown in Fig. 11 . No load measurement proves that the components with amplitude smaller than about 1.15 mA are under the noise limit of measurement devices, as a result they shall not be considered for further analysis. Fig. 11 . Current spectrum for measurements with different SCR and no-load measurement Furthermore, it is visible that, for the lower frequency harmonic components up to 550 Hz the amplitude of current spectrum is independent of the grid equivalent impedance, which means that the inverter acts as a current source in this frequency range. For the other components to the right of blue line and at the top of the red line, the behavior of the inverter can be considered as an impedance combined with an internal voltage source as proposed in [7] leading to an harmonic current emission that is dependent of the applied grid equivalent impedance. On the other hand it is known that the current spectrum of a single inverter is utilized to predict the spectrum of identical parallel inverters. Therefore, investigation of the current spectrum of one inverter when it is in single operation and when operated in parallel with more inverters will help to better understand how the measurements with adjusted grid equivalent impedance can improve the results of the summation law. Scenarios for this comparison that satisfy the criterion illustrated in Fig. 4 are presented in Table III . Each set of scenarios identified with a red box in Table III includes three scenarios:  The first scenario is a measurement at PCC while operating two or more inverters in parallel with a defined series inductance.  The second scenario is a measurement performed with only one inverter but keeping the SCR identical to the first scenario by adapting the series inductance.  The third scenario is a measurement performed with only one inverter and the same series inductance as in the first scenario, leading to a different SCR. The PCC is selected as current measurement point for these illustrations and the current is always normalized according to the number of parallel operated inverters. Fig. 12 visualizes the comparison of these three scenarios for each set (red box) and shows how the conformity of spectrums is improved by adjusting the grid equivalent impedance, i.e. the SCR.
The diagrams in Fig. 12 and shown for the frequencies up to 6 kHz because higher frequency components will be lower than the noise limit and it is visible that the measurements with higher equivalent impedance enter the noise limit in higher frequencies. As expected, the adjustment of the grid equivalent impedance leads to a better estimation of the current emission that can be expected when scaling up the emission of a single inverter to several inverters in parallel. 
D. Summation law
It is now expected that the grid equivalent impedance can also improve the results of the summation law. In order to implement the summation law following the implications of IEC 6100-4-7 [12] , the harmonics and inter-harmonics are grouped via subgrouping procedure and then aggregated over a period of one minute which corresponds to 300 DFT windows. For application of summation law, the exponents recommended by IEC 61400-21 [1] are used. Fig. 13 shows results of summation law for harmonics and interharmonics for the first set of scenarios in Table III . In this depiction, harmonic emission at the PCC of parallel inverters in scenario one is compared to the results of summation law applied to the PCC measurements for the second and third scenarios for N=2 in Equation 1 . Thus the effect of adjusting the equivalent grid impedance can be seen in Fig. 13 . The higher order harmonic components are not illustrated because these components are already below the noise limit. According to the observations, results from Summation law and PCC measurements remain fairly the same up to the frequency of about 550 Hz, which is because of the current source behavior of the inverter. Beyond this limit, it is possible to observe the optimization effect of grid equivalent impedance. Adjustment of the grid equivalent impedance improves the results of summation law for harmonics and inter-harmonics, although there are still discrepancies when comparing to the measurement at PCC. Since the spectrum illustrations show a better conformity than the summation results, these discrepancies might origin from the applied coefficients for summation law. Thus, it could be possible to achieve better conformity by tuning the coefficients which are recommended by IEC standard or other grid codes. Assessing summation coefficients is out of framework of this paper but it is recommended for further investigations.
Conclusion
This paper proposes using the grid equivalent impedance to improve the performance of summation law for harmonics. A test setup was installed and the proposed theory was investigated via evaluation of the transfer function of the system and comparisons of frequency spectrum. The observations proved firmly that application of grid equivalent impedance is essential to predict the overall harmonic emission of multiple parallel operated inverters at their PCC. This could eventually be used for a better prediction of emission at PCC of PV parks regarding emissions and the response to background distortion. In order to achieve an even better result using summation law an optimization of the used summation exponents shall be investigated.
